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ENGINEERING EVALUATION / FACT SHEET

BACKGROUND INFORMATION

Application No.: R13-2608C
Plant ID No.: 051-00005
Applicant: Ohio Power Company
Facility Name: Mitchell Plant
Location: Moundsville, Marshall County
NAICS Code: 221112
Application Type: Modification 
Received Date: March 19, 2012
Engineer Assigned: Steven R. Pursley, PE
Fee Amount: $2,000.00
Date Received: March 23, 2012
Complete Date: June 18, 2012
Due Date: September 14, 2012
Applicant Ad Date: April 6, 2012
Newspaper: Moundsville Daily Echo
UTM’s: Easting:  516.00 km         Northing:  4,409.00 km         Zone:  17
Description: Repairs to an existing oil fired auxiliary boiler.

DESCRIPTION OF PROCESS

The facility has a 663 mmBTU/hr fuel oil fired auxiliary boiler that is used to provide
auxiliary steam for startup, chemical cleaning and building heating services.

Over the past several years, this auxiliary boiler has seen performance degradation.
The boilers steam production has degraded from about 355,000 pounds per hour to
300,000 pounds per hour.  The primary reasons for the reduced steam production include
tube wall corrosion, tube failures, plugged tubes, failed baffling in the drums and other
corresponding operational limits.
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As a result of the degraded performance of the auxiliary boiler, Mitchell has recently
experienced delays in start-up of the main units.  The risk of future start-up delays,
deviations from start-up procedures, and/or inability to support plant heating are likely until
the aux boiler is rebuilt or replaced.

In addition to unit performance risks, the water wall tube corrosion and resulting
external leaks pose potential safety risks to operations personnel.

The rebuild includes:

* All new water and steam tubing/headers.

* New steam/mud drum shells and internal components

* Full replacement of pneumatic controls

* New Low NOx burners

* Flue Gas Recirculation

* New induced draft fan

* New insulation, refractory, casing, lagging and seals

* New ammonia chemical feed system.

All other existing components will be reused to the fullest extent possible including the
external utilities piping, access platforms, stack, forced draft fans, ductwork etc.

SITE INSPECTION

No site inspection was performed by the writer.  The facility is an existing well known
source to DAQ.  Al Carducci of DAQs Northern Panhandle Regional Office performed a full,
on site inspection on September 22, 2011.  The facility was found to be in compliance.  

ESTIMATE OF EMISSIONS BY REVIEWING ENGINEER

Emissions from Aux Boiler will be as indicated below.  Note that these emissions are
simply the existing PTE, proposed PTE and change in PTE from the boiler.  For the actual
netting analysis see the “Regulatory Applicability” section of this evaluation. 

Existing PTE calculations were performed assuming a 100% capacity factor.  SO2
emissions are based on the Rule 10 limit.  PM emissions are based on the Rule 2 limit.
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PM10, and PM2.5 emissions are based on the AP-42 ratios of PM/PM10/PM2.5.  CO, VOC and
NOx, and all HAP emissions are based on the AP-42 emission factors.  

Future emissions from the Aux Boiler were performed using a 10% capacity factor
(which will be incorporated in the permit via an annual fuel usage limit).  CO and VOCs
were again calculated using AP-24.  NOx emissions were calculated using an applicant
proposed rate of 0.15 lb/mmbtu which is approximately twice the AP-42 factor for a large
fuel oil fired boiler with Low NOx burners and Flue Gas Recirculation.  SO2 emissions are
based on a fuel sulfur limit (which will be incorporated into the permit) of 0.06 lb/mmbtu.
PM/PM10/PM2.5 and all HAP emissions are based on AP-42 emission factors.

Existing Boiler PTE

Pollutant lb/hr tpy

SO2 2,055.3 9,002.21

NOx 112.71 493.67

CO 23.68 103.71

VOC 0.95 4.15

PM (filterable+cond.) 65.83 288.32

PM10  (filterable+cond.) 36.00 157.65

PM2.5 (filterable+cond.) 13.62 59.64

CO2 105,606.4 462,556.2

N2O (CO2e) 0.88 (272.8) 3.84 (1,190.4)

CH4 (CO2e) 4.38 (91.98) 19.21 (403.41)

CO2e (Total) 105,971.18 464,150.01

Formaldehyde 0.29 1.27

Benzene 0.01 0.01

Ethylbenzene 0.01 0.01

Toluene 0.03 0.13

Xylene 0.01 0.01

Naphthalene 0.01 0.03

Total HAPs 0.33 1.43
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New Boiler PTE

Pollutant lb/hr tpy

SO2 39.78 17.42

NOx 99.45 43.56

CO 23.68 10.37

VOC 0.95 0.41

PM (filterable+cond.) 15.63 6.85

PM10  (filterable+cond.) 10.90 4.77

PM2.5 (filterable+cond.) 7.34 3.22

CO2 105,606.4 46,255.6

N2O (CO2e) 0.88 (272.8) 0.38 (117.8)

CH4 (CO2e) 4.38 (91.98) 1.92 (40.32)

CO2e (Total) 105,971.18 46,413.72

Formaldehyde 0.29 0.13

Benzene 0.01 0.01

Ethylbenzene 0.01 0.01

Toluene 0.03 0.02

Xylene 0.01 0.01

Naphthalene 0.01 0.01

Total HAPs 0.33 0.15
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As can be seen from the above tables, the difference in PTE will be as follows:

Pollutant lb/hr tpy

SO2 -2,015.52 -8,984.79

NOx -13.26 -450.11

CO 0 -93.34

VOC 0 -3.73

PM (filterable+cond.) -50.2 -281.47

PM10  (filterable+cond.) -25.1 -152.88

PM2.5 (filterable+cond.) -6.28 -56.42

CO2 0 -416,300.60

N2O (CO2e) 0 -3.46 (-1,072.6)

CH4 (CO2e) 0 -17.29 (-363.09)

CO2e (Total) 0 -417,736.29

Formaldehyde 0 -1.14

Benzene 0 0

Ethylbenzene 0 0

Toluene 0 -0.11

Xylene 0 0

Naphthalene 0 -0.02

Total HAPs 0 -1.27

REGULATORY APPLICABILITY

The Aux Boiler is subject to the following state and federal regulations:

45CSR2 To Prevent and Control Particulate Air Pollution from Combustion of Fuel
in Indirect Heat Exchangers.
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Per §45-2-3.1 visible emission from the source shall not exceed 10% opacity based
on a six minute block average.  Because the boiler will use fuel oil exclusively, this
requirement should be met.

§45-2-4.1.b limits the amount of PM released into the air from the boiler to 59.67
pounds per hour.  Actual emissions of PM from the boiler should be less than 15.63 pounds
per hour.  Therefore this requirement should be met.

45CSR10 To Prevent and Control Air Pollution from the Emission of Sulfur Oxides.

§45-10-3.1.b limits the amount of SO2 emitted from the boiler to 4,972.5 pounds per
hour.  Actual emissions of SO2 from the boiler should be less than 40 pounds per hour.
Therefore this requirement should be met.

45CSR13 Permits for Construction, Modification, Relocation and Operation of
Stationary Sources of Air Pollutants, Notification Requirements, Temporary
Permits, General Permits, and Procedures for Evaluation.

The boiler is subject to 45CSR13 because it is now subject to 40 CFR 60 Subpart Db.
Additionally, without the limitations placed on the boiler by the permit, it would be subject
to major source permitting under 45SCR14.

45CSR14: Permits for Construction and Major Modification of Major Stationary
Sources of Air Pollution for the Prevention of Significant Deterioration.

Determination of Existing Major Source Status

The plant is located in an area - Marshall County- classified as “in attainment” with all
National Ambient Air Quality Standards (NAAQS) except for the annual PM2.5 standard.
Therefore, the major source standard for PM2.5, and its precursors (NOx and SO2) is
determined by 45CSR19 while status for all other pollutants is determined by 45CSR14.
For practical purposes though, in this instance since the facility is a “listed source” (as
shown below) the definitions of both “major source” and “major modification” are the same
in 45CSR14 and 45CSR19.

The existing plant is a fossil fuel fired steam electric with a capacity of greater than
250 mmbtu/hr.  Therefore, the facility is a listed 100 tpy source.  The existing unmodified
source has a PTE -based on calculations provided by the applicant in their Title V permit
application - of well over 250 tons per year of CO, TSP, SO2., VOCs and NOx.  This PTE
defines the source as an existing major stationary source under 45CSR14.
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Determination of Major Modification 

A “major modification” is defined under section 2.40 of 45CSR14 as a:

. . . physical change in or change in the method of operation of a major stationary source
which results in: a significant emissions increase (as defined in subsection 2.75) of any
regulated NSR pollutant (as defined in subsection 2.66); and a significant net emissions
increase of that pollutant from the major stationary source. [. . .]

The first step in determining whether a change is a “major modification” is determining
whether a  “physical change in or change in the method of operation of a major stationary
source,” is occurring. 

The emission increases from this application are due to significant physical changes
in the boiler that go beyond the routine maintenance, repair and replacement exclusion of
45CSR14.2.40.a.

Section 3.4 of 45CSR14 provides guidance on the process of determining if proposed
changes are a major modification.  §45-14-3.4(a) states that:

. . . consistent with the definition of major modification contained in subsection 2.40, a project
is a major modification for a regulated NSR pollutant if it causes two types of emissions
increases -- a significant emissions increase (as defined in subsection 2.75), and a significant
net emissions increase (as defined in subsections 2.46 and 2.74). The proposed project is
not a major modification if it does not cause a significant emissions increase. [. . .]

Therefore, for the proposed changes to meet the definition of a major modification, the
changes themselves must result in a significant emissions increase.  The methodology for
calculating the emissions increase under the first step is given under Sections 3.4(b),
3.4(c), 3.4(d) and 3.4(f).  The substantive language of each is given below:

[§45-14-3.4(b)]
The procedure for calculating (before beginning actual construction) whether a significant
emissions increase (i.e., the first step of the process) will occur depends upon the type of
emissions units being modified, according to subdivisions 3.4.c through 3.4.f.

[§45-14-3.4(c)]
Actual-to-projected-actual applicability test for projects that only involve existing emissions
units. -- A significant emissions increase of a regulated NSR pollutant is projected to occur
if the sum of the difference between the projected actual emissions (as defined in subsection
2.63) and the baseline actual emissions (as defined in subdivisions 2.8.a and 2.8.b), for each
existing emissions unit, equals or exceeds the significant amount for that pollutant (as defined
in subsection 2.74).

[§45-14-3.4(d)]
Actual-to-potential test for projects that only involve construction of a new emissions unit(s).
– A significant emissions increase of a regulated NSR pollutant is projected to occur if the
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sum of the difference between the potential to emit (as defined in subsection 2.58) from each
new emissions unit following completion of the project and the baseline actual emissions (as
defined in subdivision 2.8.c) of these units before the project equals or exceeds the
significant amount for that pollutant (as defined in subsection 2.74).

[§45-14-3.4(f)]
Hybrid test for projects that involve multiple types of emissions units. -- A significant
emissions increase of a regulated NSR pollutant is projected to occur if the sum of the
emissions increases for each emissions unit, using the method specified in subdivisions 3.4.c
through 3.4.d as applicable with respect to each emissions unit, for each type of emissions
unit equals or exceeds the significant amount for that pollutant (as defined in subsection
2.74).

Further, under the definition of “projected actual emissions” - Section 2.63(a)(4), the
applicant may use an emission unit’s PTE in lieu of projecting actual emissions.  

It is important to note that when any emissions decrease is claimed (including those
associated with the proposed modification), the second step of the test is triggered - a
determination if the project results in a “significant net emissions increase.”  This
determination is defined under the definition of “net emissions increase” [§45-14-2.46] and
must include “any other increases and decreases in actual emissions at the major source
that are contemporaneous with the particular change and are otherwise creditable.”  A
change is contemporaneous if it “occurs not more than five (5) years prior to the date on
which construction on the particular change commences nor later than the date on which
the increase from the particular change occurs.”

PSD Applicability Analysis

Based on the above, Ohio Power included a PSD applicability analysis for the
proposed modified boiler as outlined in the Description of Process/Modifications above.

Typically for an existing electric utility steam generating unit “Baseline actual
emissions” are based - pursuant to the definition under §45-14-2.8.a. - on the actual
emissions emitted during any consecutive 24 month period selected by the applicant during
the 5 year period immediately preceding the commencement of actual construction.  Ohio
Power projected actual construction to commence in September 2012 meaning they could
select any consecutive 24 month period from September 2007 until the present.  However,
they requested (as allowed under §45-14-2.8.a) a period that they deemed “more
representative” of normal source operation.  The period requested was calendar years
2007 and 2008.  At WVDAQs request, the applicant provided justification for this request
in a letter dated April 5, 2012. Said letter states in part “...This auxiliary boiler is used to
provide startup, chemical cleaning, plant heating and other services to the facility.  Startups
are much more frequent after longer planned outages in which significant work is
completed at the facility.  In early 2007 Mitchell Plant completed the tie in of its flue gas
desulfurization and selective catalytic reduction retrofit projects and placed this new
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equipment into service.  As expected, returning the main units to full load required a
significant amount of auxiliary boiler operation. ...we anticipate that the shakedown and
testing of the new equipment used for dry fly ash operations will result in a similar number
of startups to those experienced in 2007".   In lieu of projecting future actual emissions, the
boilers PTE was used.  The results of the determination of the emissions increase (the first
step) is given in the following table:
 

Pollutant

Boiler Past
Actual

Emissions
(tpy)

 Boiler
Proposed
Emissions

(tpy)

Increase
(tpy)

Significant
Level (tpy) Significant?

NOx 3.75 43.56 39.81 40.00 No

SO2 10.90 17.42 6.52 40.00 No

PM 0.62 6.85 6.23 25.00 No

PM10 0.43 4.77 4.34 15.00 No

PM2.5 0.29 3.22 2.93 10.00 No

CO 0.94 10.37 9.43 100.00 No

VOCs 0.04 0.41 0.37 40.00 No

CO2e 4,187.40 46,413.72 42,226.32 75,000.00 No

“Significant” is defined under §45-14-2.74(a) and §45-19-2.66.  As shown in the
preceding table, the change in emissions resulting from the proposed modifications does
not exceed the definition of “significant” 

45CSR16 Standards of Performance for New Stationary Sources.

The source is subject to 45CSR16 because it is subject to 40 CFR 60 Subpart Dc.

45CSR30 Requirements for Operating Permits.

The source is subject to 45CSR30 because it is subject to 40 CFR 60 Subpart Dc and
because the facility is an existing major source.  Changes authorized by the permit must
also be incorporated into the facility’s Title V operating permit.

FEDERAL REGULATIONS: 
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40 CFR 60, Subpart Db: Standards of Performance for Industrial-Commercial-
Institutional Steam Generating Units.

The boiler is subject to Subpart Db because it is a steam generating unit of greater
than 100 mmbtu/hr and the applicant has acknowledged that this extensive repair meets
the definition of “reconstruction” under 60.15(b).  It should be noted that Subpart Db and
not Da applies because this particular boiler is an auxiliary boiler and as explained above,
is not “constructed for the purpose of supplying more than one-third of its potential electric
output capacity and more than 25 MW net-electrical output to any utility power distribution
system for sale” as defined in Subpart Da. 

Subpart Db contains limits on emissions of SO2, PM, NOx and opacity.

SO2

40 CFR 60.42b(k)(1) would limit emissions from the boiler to 0.2 lb/mmbtu.  However,
40 CFR 60.42b(k)(2) exempts boilers that burn only “very low sulfur oil”.  “Very low sulfur
oil” is defined (for boilers constructed, modified, or reconstructed after February 28, 2005
and not in a noncontinental area) as a fuel with a potential SO2 emission rate of less than
0.32 lb/mmbtu or contains no more than 0.30 percent sulfur by weight.  The applicant has
agreed to use fuel oil that contains no more than 0.30 percent sulfur by weight. 

Similarly, 40 CFR 60.47b(f) exempts the unit from the CEMS requirement under 40
CFR 60.47b(a) because the unit will only be firing “very low sulfur oil.”  To qualify for this
exemption the permittee must also keep fuel records in accordance with 40 CFR 60.49b(r).

PM/Opacity

40 CFR 60.43b(h)(1) would limit PM emissions from the boiler to 0.03 lb/mmbtu.
However, 40 CFR 60.43b(h)(5) exempts boilers that burn only “very low sulfur oil”.  “Very
low sulfur oil” is defined (for boilers constructed, modified, or reconstructed after February
28, 2005 and not in a noncontinental area) as a fuel with a potential SO2 emission rate of
less than 0.32 lb/mmbtu or contains no more than 0.30 percent sulfur by weight.  The
applicant has agreed to use fuel oil that contains no more than 0.30 percent sulfur by
weight.  

40 CFR 60.43b(f) limits opacity to 20% (6-minute average), except for one 6 minute
period per hour of not more than 27% opacity.  It should be noted that this limit is less
stringent than the 10% opacity limit of 45CSR2.

40 CFR 60.48b(a) requires installation of a COMS.  However, if the unit burns only
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liquid fuel with a potential SO2 emission rate of no more than 0.06 lb/mmbtu, 40 CFR
60.48b(j)(2) exempts the unit from this requirement.  If the permittee decides to combust
only fuel that meets this requirement, they must keep fuel records in accordance with  40
CFR 60.49b(r)(1).  If COMS are installed, only an initial Method 9 test is required to
determine compliance with the 20% opacity limit.  If the COMS are not installed,
subsequent Method 9 and/or Method 22 tests will be required as determined by 40 CFR
60.48b(a).

NOx

40 CFR 60.44b(a)(1)(i) limits NOx emissions from the boiler to 0.10 lb/mmbtu.  In its
regulatory discussion section of the permit application, Ohio Power stated that 40 CFR
60.44b(c) exempts the boiler from this limit if the permittee agrees to limit the units “annual
capacity factor” to no greater than 10%.  “Annual capacity factor” is defined as the ratio
between the actual heat input to a steam generating unit during a calendar year and the
potential heat input to the steam generating unit had it been operated 8,760 hours that
calendar year at the maximum steady state design heat input.  However, in the writers
opinion 60.44b(c) only applies to facilities that burn coal, oil, natural gas (or any mix of the
three) in combination with wood or some other fuel.  Since the aux boiler will only fire oil,
this exemption does not apply.

40 CFR 60.48b(b) would require the installation of NOx CEMs on the unit.  However,
40 CFR 60.48b(i) exempts any facility described by 40 CFR 60.44b(j) from this
requirement.  40 CFR 60.44b(j) requires a federally enforceable limit of a 10% annual
capacity factor AND a federally enforceable limit requiring the unit only combust oil with a
nitrogen content of 0.30% (by weight) or less.   In order to show compliance with this
condition, the permittee must keep fuel records in accordance with 40 CFR 60.49b(e).

TOXICITY OF NON-CRITERIA REGULATED POLLUTANTS

The aux boiler will emit the normal byproducts of fuel oil combustion, including
Benzene, Toluene, Ethylbenzene, Xylene, Formaldehyde and Naphthalene (all information
comes directly from EPA’s Air Toxics Website):

Formaldehyde

Formaldehyde is used mainly to produce resins used in particleboard products and
as an intermediate in the synthesis of other chemicals. Exposure to formaldehyde may
occur by breathing contaminated indoor air, tobacco smoke, or ambient urban air. Acute
(short-term) and chronic (long-term) inhalation exposure to formaldehyde in humans can
result in respiratory symptoms, and eye, nose, and throat irritation. Limited human studies
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have reported an association between formaldehyde exposure and lung and
nasopharyngeal cancer. Animal inhalation studies have reported an increased incidence
of nasal squamous cell cancer. EPA considers formaldehyde a probable human carcinogen
(Group B1).

Benzene:

Benzene is found in the air from emissions from burning coal and oil, gasoline service
stations, and motor vehicle exhaust. Acute (short-term) inhalation exposure of humans to
benzene may cause drowsiness, dizziness, headaches, as well as eye, skin, and
respiratory tract irritation, and, at high levels, unconsciousness. Chronic (long-term)
inhalation exposure has caused various disorders in the blood, including reduced numbers
of red blood cells and aplastic anemia, in occupational settings. Reproductive effects have
been reported for women exposed by inhalation to high levels, and adverse effects on the
developing fetus have been observed in animal tests. Increased incidence of leukemia
(cancer of the tissues that form white blood cells) have been observed in humans
occupationally exposed to benzene. EPA has classified benzene as a Group A, human
carcinogen. 

Toluene:

Toluene is added to gasoline, used to produce benzene, and used as a solvent. Exposed
to toluene may occur from breathing ambient or indoor air. The central nervous system
(CNS) is the primary target organ for toluene toxicity in both humans and animals for acute
(short-term) and chronic (long-term) exposures. CNS dysfunction and narcosis have been
frequently observed in humans acutely exposed to toluene by inhalation; symptoms include
fatigue, sleepiness, headaches, and nausea. CNS depressionhas been reported to occur
in chronic abusers exposed to high levels of toluene. Chronic inhalation exposure of
humans to toluene also causes irritation of the upper respiratory tract and eyes, sore throat,
dizziness, and headache. Human studies have reported developmental effects, such as
CNS dysfunction, attention deficits, and minor craniofacial and limb anomalies, in the
children of pregnant women exposed to toluene or mixed solvents by inhalation.
Reproductive effects, including an association between exposure to toluene and an
increased incidence of spontaneous abortions, have also been noted. However, these
studies are not conclusive due to many confounding variables. EPA has classified toluene
as a Group D, not classifiable as to human carcinogenicity.

Ethylbenzene:

Ethylbenzene is mainly used in the manufacture of styrene. Acute (short-term) exposure
to ethylbenzene in humans results in respiratory effects, such as throat irritation and chest
constriction, irritation of the eyes, and neurological effects such as dizziness. Chronic (long-
term) exposure to ethylbenzene by inhalation in humans has shown conflicting results
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regarding its effects on the blood. Animal studies have reported effects on the blood, liver,
and kidneys from chronic inhalation exposure to ethylbenzene. Limited information is
available on the carcinogenic effects of ethylbenzene in humans. In a study by the National
Toxicology Program (NTP), exposure to ethylbenzene by inhalation resulted in an
increased incidence of kidney and testicular tumors in rats, and lung and liver tumors in
mice. EPA has classified ethylbenzene as a Group D, not classifiable as to human
carcinogenicity. 

Xylene

Commercial or mixed xylene usually contains about 40-65% mxylene and up to 20%
each of o-xylene and p-xylene and ethylbenzene. Xylenes are released into the
atmosphere as fugitive emissions from industrial sources, from auto exhaust, and through
volatilization from their use as solvents. Acute (short-term) inhalation exposure to mixed
xylenes in humans results in irritation of the eyes, nose, and throat, gastrointestinal effects,
eye irritation, and neurological effects. Chronic (long-term) inhalation exposure of humans
to mixed xylenes results primarily in central nervous system (CNS) effects, such as
headache, dizziness, fatigue, tremors, and incoordination; respiratory, cardiovascular, and
kidney effects have also been reported. EPA has classified mixed xylenes as a Group D,
not classifiable as to human carcinogenicity. 

Naphthalene

Naphthalene is used in the production of phthalic anhydride; it is also used in
mothballs. Acute (short-term) exposure of humans to naphthalene by inhalation, ingestion,
and dermal contact is associated with hemolytic anemia, damage to the liver, and
neurological damage. Cataracts have also been reported in workers acutely exposed to
naphthalene by inhalation and ingestion. Chronic (long-term) exposure of workers and
rodents to naphthalene has been reported to cause cataracts and damage to the retina.
Hemolytic anemia has been reported in infants born to mothers who "sniffed" and ingested
naphthalene (as mothballs) during pregnancy. Available data are inadequate to establish
a causal relationship between exposure to naphthalene and cancer in humans. EPA has
classified naphthalene as a Group C, possible human carcinogen.

AIR QUALITY IMPACT ANALYSIS

Since this is a minor modification to an existing major stationary source, no modeling
was performed.

MONITORING OF OPERATIONS
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In addition to the monitoring already required by R13-2608B, the following monitoring
and recordkeeping will be required:

* Monthly amount of fuel oil burned by the auxiliary boiler.

* Fuel records according to 40 CFR 60.49b(e) and 40 CFR 60.49b( r ).   

* Method 9 and/or Method 22 opacity testing in accordance with 40 CFR 60.48b(a).

CHANGES TO PERMIT R13-2608B

The following changes were made to the existing permit:

* Table 1.0 was updated to include the aux boiler.

* New conditions 4.1.25 through 4.1.32.

* New conditions 4.2.9 through 4.2.11.

* New condition 4.3.3.

* New conditions 4.4.13 through 4.4.16.

RECOMMENDATION TO DIRECTOR

Information supplied in the application indicates that compliance with all applicable
regulations will be achieved.  Therefore it is the recommendation of the writer that permit
R13-2608C for the modification of a power plant near Moundsville, Marshall County,  be
granted to Ohio Power Company.

Steven R. Pursley, PE
Engineer

August 7, 2012


